Abstract: Photovoltaic semi-transparent materials (STPV) integrated into glazing systems can offer good potential for energy saving to buildings, influencing heating loads, cooling loads, and lighting, as well as electricity production. Moreover, with the new stringent regulations issued by various European countries, following the Energy Performance of Buildings Directive (EPBD, 2010/31/EC), the building envelope, including the glazing elements, needs to have high thermal performance to guarantee Nearly Zero Energy Building (NZEB) behavior. This work presents an assessment of energy saving potential of 4 different types of STPV with respect to conventional double pane glass. Dye sensitized solar modules (DSM) and thin film modules were considered in the study. Simulations based on an IEA reference office building (STD) and on reference buildings prescribed by the new Italian building energy performance regulation (NZEB) were carried out. All the glazing peculiarities could be simulated using only one simulation tool, namely IDA ICE 4.7.1. Dye sensitized solar modules resulted as the best performing devices for all orientations and climate zones. The work also evidenced how the requirements of NZEB seem to be too stringent for insulation properties, especially for the climate zone of Rome.
Introduction
Glazing systems are the most fascinating but also the most critical elements of the building envelope. If, on one side, they can inspire new architectural forms and provide visual comfort to the occupants, on the other side, they are the major source of heating load during summertime and thermal losses during winter, reducing thermal comfort and increasing heating and cooling demand. Therefore, aesthetic and functionality are two aspects that need to be balanced to obtain a product that is compliant with the more recent and strict requirements provided by the energy performance directives at European [1, 2] and National [3] levels. In particular, Italy, following the European directives on the energy performance of buildings, recently issued a norm that prescribes the minimum thermal requirements for new buildings and existing refurbished buildings to be considered as NZEB [3] . The norm requires the comparison of refurbished or new building energy performance with the performance of a reference building with the prescribed minimum thermal requirements.
Recently great attention has been devoted to the study of new high performing materials for glazing systems, confirmed by three extensive reviews on the latest developments on glazing technologies published in the literature in 2015 and 2016 [4] [5] [6] . Among the emerging systems, photovoltaic semi-transparent materials (STPV), integrated into windows as active elements, seem to & Chae Y. T. et al. [7] Miami (MAI) Double glazing; a-Si PV1; a-Si PV2; a-Si PV3 * (MAI) −22.2% with a-Si PV3 Phoenix (PHX) (PHX) −23.4% with a-Si PV2 Los Angeles (LAX) (LAX) −38.5% with a-Si PV2 Baltimore (BAL) (BAL) −13.2% with a-Si PV1 Chicago (CHI) (CHI) −0.53% with a-Si PV1 Duluth (DUL) (DUL) +26.6% with a-Si PV1
Despite the recent attempts, as yet few works regard the evaluation of thermal and electrical properties of DSM for STPV, especially in real operating conditions [20, 21] , so that few realistic input data are available to evaluate the reliable potential of energy saving in buildings.
Moreover, to the authors' knowledge, such investigations have not yet been made for the Italian area with specific reference to the recent norms.
The objective of this work is to investigate the energy saving potential of four different kinds of STPV with realistic thermal and electrical characteristics. Two thin films of PV glazing systems and two DSMs integrated into windows have been tested. In particular, for DSMs, thermal and electrical characteristics have also been directly measured in real operating conditions. The study is focused on office buildings located in a Mediterranean climate region (Italy). The study can help engineers and architects in the choice of active glazing systems as effective means for energy saving, particularly with respect to the reference introduced by the new Italian norm [3] .
Methodology
An integrated simulation approach has been used in this work. Thermal, electrical, and daylighting perspectives have been explored using only one simulation tool, IDA ICE 4.7.1 by EQUA Simulation [22] . The investigation has been organized in two sequential steps named Phase A and Phase B, as shown in Figure 1 .
Phase A is focused on the evaluation of the best performing glazing system for different building orientations and at different locations in the Italian peninsula. For this purpose an office room reference model has been built in the simulation environment. External wall and window thermal properties represent the average values commonly adopted in the Italian area [23] . The method consists of the following steps:
three locations representative of North, Central, and South Italy (Trento, Rome, and Palermo) are considered; -a model of an office building, named STD, is built and validated using data gathered from the literature; -STD is equipped with two different glazing systems: RG, a typical glazing system taken as reference, and STPV, which represents the various photovoltaic thin film technologies chosen for the study;
Buildings 2017, 7, 9 4 of 17 -the annual energy performance of RG and STPV are compared for each location at different orientations of the building (North, South, East, and West). -for each location, the best choice of STPV is evaluated at the four orientations.
The objective of Phase B is to evaluate the effective annual energy saving produced by the best STPV solutions tested in Phase A, both with respect to the actual average performance of an office building and with respect to the NZEB limits introduced by the new Italian regulation and listed in the following section (Table 4) .
The method consists in the following steps:
the same three locations considered in Phase A are studied; -two reference buildings are considered: STD, used in Phase A, and NZEB, for which the thermal properties are upper limits for new and existing buildings to be considered as NZEB in Italy. In this case the NZEB building is different for each location; -both reference buildings are equipped with RG and the best choice (BEST in Figure 1 ), found in Phase A; -an entire floor of the office building is simulated for this purpose. The annual energy performance of RG and BEST are evaluated and compared for STD and NZEB buildings at North/South and East/West orientations.
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Climate Conditions at the Three Locations
According to the Italian norm [3] , the cities are grouped into six climate zones depending on 
According to the Italian norm [3] , the cities are grouped into six climate zones depending on their heating and cooling degree days. These zones are classified from letters 'A' to 'F', switching from a hot to a cold climate. The three cities selected for this work are representative of three different zones: Trento (E zone), Rome (D zone), and Palermo (B zone). The Koppen and Geiger climate classification [24] has been used to identify the three cities' climates.
Trento city is classified with the acronym 'Cfa', which means 'humid temperate climate' with hot summers (Continental climate) and characterized by an annual rainfall between 700 mm and 1500 mm. The least amount of rainfall occurs in January. The average in this month is 45 mm. The greatest amount of precipitation occurs in November, with an average of 98 mm. Temperatures are highest in July, with an average of 22.9 • C. The lowest temperatures of the year occur in January, with an average of 1.1 • C.
According to Koppen and Geiger, Rome and Palermo belong to the 'Csa' climate. 'Csa' means the temperate and hot climate of the middle latitudes with dry and hot summers and cool rainy winters (Mediterranean climate). The average annual precipitation is around 750 mm.
In Rome, the driest month is July, with 17 mm of rain. Most precipitation falls in November, with an average of 114 mm. July is the warmest month of the year. The average temperature in July is 24.4 • C. In January, the average temperature is 7.7 • C. It is the lowest average temperature of the whole year.
In Palermo, the driest month is July, with 4 mm of rain. Most of the precipitation here falls in December, with 90 mm. August is the warmest month of the year. The average temperature in August is 26.2 • C. January is the coldest month, with temperatures averaging 12.1 • C. Table 2 summarizes the main climate features of the three cities. 
Model Description and Validation

Reference Buildings
Building Main Features
The reference building used for this study is a well established model that was originally defined in the European Commission Joule project REVIS and further refined in the International Energy Agency Solar Heating and Cooling (IEA SHC) program Task 27 (performance of solar facade components). The same specifications have been used in the EC project SWIFT and for IEA SHC Task 25 (solar assisted air conditioning of buildings) and Task 31 (daylighting Buildings in the 21st century) [25] . A schematic of one typical floor of the reference building is shown in Figure 2 . The space is illuminated by a lighting system with the target work plane illuminance of 500 lx, according to UNI-EN 12464 [26] . The lighting power density in the office is 8 W/m 2 and the space is occupied by two occupants on weekdays from 8 a.m. to 7 p.m.
For the simulations, the space was assumed as limited by five sides; the internal walls, the floor, and the ceiling were modeled as adiabatic so that only one wall interacts with the outside.
STD Building
The standard reference building (STD) represents a typical Italian building. The thermal and optical properties of the building materials were retrieved in [23] . It comes out to an average of the values prescribed in [23] for the different Italian climate zones. The optical and thermal properties of the double glazing RG, taken as reference, and of the wall are showed in Table 3 . The NZEB building was built referring to the recent Italian norm that fixes the upper limit of the thermal transmittance for opaque/transparent surfaces and g-value for the transparent surfaces according to climate zones by 2019/21. Three cities were selected in this study; Palermo, Rome, and Trento. They represent the B, D, and E climatic zones, respectively. The thermal and optical properties of the transparent materials and opaque walls for the three locations are shown in Table 4 . To reduce the calculation time, only one office module (see Figure 2) was considered for the simulations in Phase A. The room is a middle-size office, 3.5 m in width and 5.4 m in depth; the height is 2.7 m and the distance between floors is 3 m.
The office is conditioned by a simple fan coil (nominal power 8000 W) coupled to a main plant, one boiler, and one chiller (COP 1.67), which is always on. The fan coil is turned on every work day from 8 a.m. to 7 p.m.
The heating and cooling set point temperatures are maximum 20 • C and minimum 12 • C for heating and minimum 26 • C and maximum 28 • C for cooling. No air change per hour by infiltration is considered.
The space is illuminated by a lighting system with the target work plane illuminance of 500 lx, according to UNI-EN 12464 [26] . The lighting power density in the office is 8 W/m 2 and the space is occupied by two occupants on weekdays from 8 a.m. to 7 p.m.
The standard reference building (STD) represents a typical Italian building. The thermal and optical properties of the building materials were retrieved in [23] . It comes out to an average of the values prescribed in [23] for the different Italian climate zones. The optical and thermal properties of the double glazing RG, taken as reference, and of the wall are showed in Table 3 . Table 3 . Thermal and optical proprieties of the double glazing element RG and the wall. 
NZEB Building
The NZEB building was built referring to the recent Italian norm that fixes the upper limit of the thermal transmittance for opaque/transparent surfaces and g-value for the transparent surfaces according to climate zones by 2019/21. Three cities were selected in this study; Palermo, Rome, and Trento. They represent the B, D, and E climatic zones, respectively. The thermal and optical properties of the transparent materials and opaque walls for the three locations are shown in Table 4 . 
PV Glazing Systems
The simulations were carried out using four semi-transparent photovoltaic glazings and compared to reference glazing previously described. Two STPV using a-Si technology and two elements using DSM were selected for the study. Table 5 lists the properties of the chosen systems. The thermal and optical properties of a-Si were obtained from the laboratory in a previous research study [9] . Each a-Si element corresponds to a specific degree of transparency and their conversion efficiencies were measured at standard test conditions (STC). DSM-A was made by Dyepower Consortium and was characterized at the ESTER laboratory of the University of Rome 'Tor Vergata'. The conversion efficiency was measured under real outdoor conditions. Meanwhile DSM-B thermal and optical properties were obtained from [19] . In this case, the dye cells were supposed to be integrated in high performing glass with a very low U-value. For a more realistic study, the electrical efficiency was considered the same as DSM-A. 
Validation
The IDA ICE 4.7.1 simulation program was used for this study. The STD building was built and validated using data retrieved from the literature. Olivieri et al. work was used as a reference [9] .
The Olivieri et al. building is supposed to be located in Madrid and has an unshaded south-facing facade with a window to wall ratio (WWR) of 44%, and the exterior wall has a U-value of 0.66 W/m 2 K. The authors used Energy Plus to make all simulations. To validate the model used for this study, the energy performance of five STPV double glazing elements, introduced by [9] , was evaluated.
Each a-Si element corresponds to a specific degree of transparency moving from 0 to 40 and the optical properties of STPV were experimentally characterized in order to obtain the spectral data necessary to carry out simulations. The thermal and optical properties of the glazing elements retrieved from [9] are listed in Table 6 . The reference glass (RG) is a common double glazing system defined in the IGDB (International Glazing Database). . The left graph in the figure shows the percentage error evaluated with respect to the specific energy demand considered (heating, cooling, PV production, and lighting). In this way, a direct comparison between the capabilities of calculations of the two softwares can be evidenced. It can be noted that cooling and heating demand present small percentage errors spanning from 0.5% to approximately 3%. PV production and lighting reach higher error values ranging from 3% to more than 8%. In the graph on the right the same error is normalized with respect to the total energy demand evidencing the importance of each energy contribution with respect to the total energy demand. In this case the errors are negligible; however lighting always counts more with a decreasing trend as the a-Si modules' transparency decreases. Since, as the window becomes more opaque, more artificial light is required to meet the target illuminance, the reason for this higher difference could be related to the way the two softwares evaluate artificial lighting demand. . The left graph in the figure shows the percentage error evaluated with respect to the specific energy demand considered (heating, cooling, PV production, and lighting). In this way, a direct comparison between the capabilities of calculations of the two softwares can be evidenced. It can be noted that cooling and heating demand present small percentage errors spanning from 0.5% to approximately 3%. PV production and lighting reach higher error values ranging from 3% to more than 8%. In the graph on the right the same error is normalized with respect to the total energy demand evidencing the importance of each energy contribution with respect to the total energy demand. In this case the errors are negligible; however lighting always counts more with a decreasing trend as the a-Si modules' transparency decreases. Since, as the window becomes more opaque, more artificial light is required to meet the target illuminance, the reason for this higher difference could be related to the way the two softwares evaluate artificial lighting demand. 
DSM-A Thermal and Electrical Characterization
The DSM-A provided by Dyepower consortium was tested in outdoor conditions using the Solar Test Boxes (STB). method conceived by ESTER lab [27] .
The STB method uses experimental data and dynamic simulation to evaluate the thermal characteristics of transparent and semi-transparent materials in outdoor conditions. It uses two identical small boxes, a reference box and a test box ( Figure 5 ), heavily insulated with the exception of one vertical wall equipped with a double pane glazing system (reference box) and a glass of unknown characteristics (test box).
The glazed walls are exposed outdoors toward the south for several days. The inside air temperature is measured together with the inner and outer wall temperatures of the glasses. A 
The glazed walls are exposed outdoors toward the south for several days. The inside air temperature is measured together with the inner and outer wall temperatures of the glasses. A dynamic simulation model of the boxes, built in the IDA ICE environment, is calibrated with the experimental data of the reference box and then used with a developed methodology to retrieve the U-value and the solar heat gain coefficient of the test box glazing.
A DSM glass system, as shown in Figure 5 , was tested during a monitoring campaign carried on in April 2016. The detailed description of the methods and results will be published in a future paper.
The U-value and solar heat gain were evaluated with the described method and the results are listed in Table 3 . Moreover the U-value was also measured in steady state conditions indoors (Figure 6 , right) using a flux meter Albhorn, mod. MA259035 and the result confirmed the value obtained with the dynamic method in outdoor conditions. During the outdoor campaign, the DSM was connected to an electric load so that the electrical characteristics could also be measured. From these results, the average electrical efficiency listed in Table 5 was estimated. The value obtained also confirms the results obtained in [21] .
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Results and Discussion
-value and the solar heat gain coefficient of the test box glazing. A DSM glass system, as shown in Figure 5, was tested during a monitoring campaign carried on in April 2016. The detailed description of the methods and results will be published in a future paper.
The simulations were conducted for the three selected cities with various orientations and four semi-transparent photovoltaic glazing systems, compared with a reference double glazing. As reported in Section 2, the study was divided into two phases; A and B.
Phase A
In this phase, the total annual energy consumption in kWh/m 2 , defined as the energy purchased to or generated within the building, which consisted of cooling, heating, lighting, and photovoltaic energy generation was analyzed for the STD office building. The main purpose was to identify the glazing element that presented the best performance under different conditions. Furthermore the energy balance index (EBI) was calculated as the algebraic sum of all energy contributions so that the production of photovoltaic energy is subtracted from the overall consumption. Figure 7 shows the energy balance (A) and the EBI index (B) for the three locations considering the external wall exposed towards the north.
highest value of conversion efficiency among all the selected items.
It has to be remarked that, if northern exposure is considered, the PV production is mainly due to the diffuse component of solar irradiance.
The EBI index is shown in Figure 7B . EBI shows that the elements that have the lowest annual consumption are DSM-B for Trento and DSM-A for Rome and Palermo. The increase of heat in the south side produces an increase of cooling demand, as shown in Figure 8A , which is a maximum with RG glazing and a minimum with a-Si 20 in Trento and DSM-A in Rome and Palermo.
In Trento, DSM-A maintains the same trend as on the north side and the cooling demand remains negligible, while heating demand is predominant (19.6 kWh/m 2 ). The a-Si 20 provides the highest energy consumption value for lighting demand. In Rome and Palermo, heating demand is negligible considering all the window types. In Trento, DSM-B has the lowest consumption, while in Rome and Palermo, DSM-A results as the best performing. It can be observed that the traditional double glazing RG presents different behaviors in the three cities; concerning heating and cooling, in Trento, only heating demand is present, while in Rome and Palermo, the opposite occurs. In Trento only one element, the DSM-B, is responsible for a cooling demand that cannot be considered negligible (5.3 kWh/m 2 ).
In Trento, DSM-A has the maximum heating demand, 34.8 kWh/m 2 , while the DSM-B has the lowest cooling demand of about 5 kWh/m 2 . The maximum lighting demand occurs with the DSM-B and a-Si 20.
Rome and Palermo have similar consumption. Indeed, cooling demand is dominant in both cities, even if heating demand is not negligible for the DSM-A element in Rome. In these cities cooling demand is the highest with DSM-B glazing and the lowest with DSM-A. On the contrary, in Trento heating is dominant, and it is greatly reduced by using DSM-B glass.
Semi-transparent photovoltaic element a-Si 20 generated the highest energy; in fact it has the highest value of conversion efficiency among all the selected items.
In Trento, DSM-A maintains the same trend as on the north side and the cooling demand remains negligible, while heating demand is predominant (19.6 kWh/m 2 ). The a-Si 20 provides the highest energy consumption value for lighting demand. In Rome and Palermo, heating demand is negligible considering all the window types. In Trento, DSM-B has the lowest consumption, while in Rome and Palermo, DSM-A results as the best performing.
Also for EBI ( Figure 8B ), the same DSM had the lowest energy consumption with respect to the other elements. PV production is almost equivalent for all sites and technologies; however a slight improvement in production is visible in Trento due to the more favorable irradiance incidence on a vertical wall for higher latitudes where the sun elevation is lower. Considering PV production, a-Si-20 is the most well performing for all sites.
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The results of the simulation on the western orientation reproduce, with different values, the trend of consumption previously described for the eastern orientation ( Figure 10A ). On the contrary, the cooling demand for Rome and Palermo has a behavior similar to the southern side.
The results of the simulation on the western orientation reproduce, with different values, the trend of consumption previously described for the eastern orientation ( Figure 10A ). Nevertheless, in Rome and Palermo, the cooling demand and the production of photovoltaic energy are slightly greater, while the heating demand decreases compared to the East since the air temperature is higher in the afternoon than in the morning.
The energy balance index (see Figure 10B ), shows that even for this orientation of the glazing elements, the best performance among those we studied were as follows: DSM-B for Trento and DSM-A for Rome and Palermo. Table 7 resumes the best choices of glazing elements for the three cities and the four orientations based on the EBI evaluation. DSM-B, which presents better insulation performance, is more suitable for a cold climate while DSM-A, having minor insulation, is preferable in a warm climate. Table 7 . Best choice of glazing elements for the three locations and the four orientations studied.
Orientation TRENTO ROME PALERMO
N DSM-B DSM-A DSM-A S DSM-B DSM-A DSM-A E DSM-B DSM-A DSM-A W DSM-B DSM-A DSM-A
Phase B
In this phase, the entire floor of the building was simulated to determine the most efficient solutions in terms of energy saving under different conditions. The 30 office rooms have the same characteristics as the office model simulated in Phase A; the corridor has only the light as the internal load, with the control sensor set to 500 lx.
Two types of reference buildings were tested; the STD with the reference glazing RG and the NZEB with the reference glazing elements listed in Table 4 .
For each type of reference, STD and NZEB, the windows were then replaced by inserting the most performing elements identified in Phase A in the three cities (see Table 7 ). The performance of the references with respect to the most performing solution was compared for the North/South (N/S) and East/West (E/W) orientations (Figures 11 and 12) .
Twenty-four simulations were conducted in total; twelve for the North/South exposure and twelve for the East/West exposure. Nevertheless, in Rome and Palermo, the cooling demand and the production of photovoltaic energy are slightly greater, while the heating demand decreases compared to the East since the air temperature is higher in the afternoon than in the morning.
Orientation
TRENTO ROME PALERMO
Phase B
Twenty-four simulations were conducted in total; twelve for the North/South exposure and twelve for the East/West exposure.
For the N/S orientation, as shown in Figure 11B , the NZEB building equipped with RG outperformed the STD with RG only in Palermo. This is mainly due to the fact that cooling is the greatest thermal energy demand. Indeed, for Rome and Trento, the high insulation of the walls and windows, required by NZEB, causes overheating of the building, which results in a high cooling demand. This is not the case in Palermo since the U-value of the reference glass in NZEB is higher than that in STD. Moreover the U-values for the walls in STD and NZEB are comparable, so the overheating is less for NZEB (see Tables 3 and 4) .
Buildings 2017, 7, 9 13 of 17 For the N/S orientation, as shown in Figure 11B , the NZEB building equipped with RG outperformed the STD with RG only in Palermo. This is mainly due to the fact that cooling is the greatest thermal energy demand. Indeed, for Rome and Trento, the high insulation of the walls and windows, required by NZEB, causes overheating of the building, which results in a high cooling demand. This is not the case in Palermo since the U-value of the reference glass in NZEB is higher than that in STD. Moreover the U-values for the walls in STD and NZEB are comparable, so the overheating is less for NZEB (see Tables 3 and 4 ). A considerable difference in energy demand is observed when DSM-A is used instead of RG in Rome and Palermo ( Figure 11A ). In fact, the cooling demand decreases in all the BEST simulations except in Trento, where the BEST STD cooling value is a little higher than the RG STD cooling value. Heating demand is not negligible only in Trento, and it is considerably reduced by the DSM-B BEST glass.
Concerning lighting demand, when BEST is used, the transparency decreases and the lighting demand increases because the amount of light that passes through the window decreases due to the low transparency of DSM.
The minimum EBI difference between BEST and RG is obtained in the NZEB building in Trento (1.25%), while the maximum EBI difference is obtained in Rome, always considering the NZEB building (29%). In Palermo, while the RG STD has a higher EBI than the RG NZEB, we observe that BEST NZEB consumes more energy than BEST STD. This is due to the fact that RG NZEB is less insulated than RG STD in the glazing component, while, once BEST is applied to both models, the lower wall U-value of NZEB tends to overheat the office. Under these specific conditions and hypotheses, it can be concluded that in Trento the use of STPV with a N/S orientation is not producing a convenient improvement in energy saving. On the contrary, in Rome the maximum saving is observed.
For the E/W orientation ( Figure 12B ), the NZEB with RG building outperforms the STD with RG, also in Trento. Indeed the E/W orientation increases both heating and cooling demand with respect to the N/S orientation in STD. This is due to the difference in sun elevation, with a lower greenhouse effect in winter and a higher effect in summer.
The maximum value of cooling demand is produced by the RG STD in Palermo, while the minimum is reached in Trento by BEST STD.
As for the N/S side, only the STD simulations for Trento show a heating demand that it is not negligible.
Lighting demand presents higher values in the BEST simulations for the same reason as in the N/S orientation. The minimum EBI difference between RG and BEST for NZEB is observed in Trento (2.55%), while maximum is obtained in Rome for the same building (34.65%).
The trend of the simulations is very similar to those described in the N/S side, but the total energy balance for all the simulations in the E/W orientation ( Figure 12A ) presents higher values than N/S, side except for the BEST NZEB in Rome ( Figure 11A ).
For each series of simulations, the EBI improvement of BEST with respect to RG (for STD and NZEB models in the three cities) was calculated for the two sides, N/S and E/W, as shown in Table 8 . The difference between the E/W and N/S percentages evidences the saving obtained by one orientation or the other. It can be observed that for almost all locations this difference is positive, indicating that an E/W orientation is more favorable. This is because north exposure is less effective in PV production than all the other orientations.
Conclusions
A study has been carried out to explore the annual energy saving potential of STPV integrated into glazing systems of an office building. A reference office building used by IEA Tasks 25, 27, and 31 has been built in a dynamic simulation environment, and the model has been validated through A considerable difference in energy demand is observed when DSM-A is used instead of RG in Rome and Palermo ( Figure 11A ). In fact, the cooling demand decreases in all the BEST simulations except in Trento, where the BEST STD cooling value is a little higher than the RG STD cooling value. Heating demand is not negligible only in Trento, and it is considerably reduced by the DSM-B BEST glass.
Lighting demand presents higher values in the BEST simulations for the same reason as in the N/S orientation.
The minimum EBI difference between RG and BEST for NZEB is observed in Trento (2.55%), while maximum is obtained in Rome for the same building (34.65%).
A study has been carried out to explore the annual energy saving potential of STPV integrated into glazing systems of an office building. A reference office building used by IEA Tasks 25, 27, and 31 has been built in a dynamic simulation environment, and the model has been validated through data coming from the literature. Four STPVs have been tested as glazing elements and their performance has been compared to a reference glass at three different locations in Italy, with varying orientations of the office building. Dye sensitized solar modules resulted as the best performing devices for all orientations and climate zones. The best configurations obtained by the previous analysis have been tested on two reference office buildings, STD and NZEB, simulating an entire floor exposed at the North/South and East/West orientations at the three locations. STD has the average characteristics of an existing building in Italy, similar to what is prescribed by Italian regulations of 2006. NZEB has the characteristics of Nearly Zero Energy Buildings' minimum requirements, as in the more recent 2015 Italian norm. Heating demand was almost negligible for the two orientations and at all locations so that the major contribution of thermal energy is cooling. Surprisingly the study, under the hypothesis considered, evidenced that the NZEB building equipped with the reference glass prescribed by the norm consumed more energy than the STD building in Rome, with an EBI increment of 7%, and also in Trento, with an EBI increment of 9% due to overheating during summer if the building is positioned in the N/S orientation. Only Rome experiences overheating for the E/W orientation, with an EBI increment of 4%. This result seems to lead to the conclusion that the requirements in the perspective of NZEB could have been considered too stringent for insulation properties, especially for the climate zone of Rome. Moreover the benefit of introducing the BEST solution in the NZEB model reduces the overheating effect, improving the saving potential with respect to RG, especially for the E/W orientation (EBI improvement of 34.7%). Even with these considerations in mind, Rome and Palermo benefit from the use of semi-transparent PV in the glazing elements, resulting in an average EBI improvement of around 32% and 14%, respectively, for the NZEB building at both orientations. On the contrary, Trento shows an improvement of only 1.25% and 2.55% for the N/S and E/W orientations of the NZEB building, respectively, and these percentages grow to approximately 6% and 11% if the BEST solution is implemented in STD.
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